Assessment, Research and Development Centre
for Electronic and Electrotechnical Equipment

ELTEST M. Jewtuch sp. jawna
Notified Body 1465

Statement of Conformity No. SV0002

with Low Voltage Directive No 2006/95/EC

Name and address of the Pulsar K. Bogusz Spétka jawna
statement’s owner: Siedlec 150

32-744 tapczyca, Poland
Name and address of the Pulsar K. Bogusz Spétka jawna
manufacturer: Siedlec 150

32-744 Lapczyca, Poland
Product: Transformers TRZ
Type/model: TRZ 20/16/18 (20VA, U,y 16/18V)

TRZ 40/16/18 (40VA, U,,, 16/18V)

TRZ 50/16/18/20 (50VA, U,,, 16/18/20V)
TRZ 60/18/20 (60VA, U,,, 16/18/20V)
TRZ80/16/18/20 (80VA, U,,, 16/18/20V)

Rating and principal 230V AC / 50Hz
characteristics:

The product is in conformity PN-EN 61558-1:2009+A1:2009 (idt EN 61558-1:2005, EN 61558-
with requirements included  1:2005/AC:2006+EN 61558-1:2005/A1)
in harmonized standards: PN-EN 61558-2-6:2009 (idt EN 61558-2-6:2009)

According to the test report ELTEST
made by:

Number and date of the test VGO0004P of January 23, 2015

report:

Conclusions:

The equipment complies with the principal requirements of the Low Voltage Directive 2006/95/EC.
The apparatus meets the requirements of the above standards.

This statement is only valid for the equipment and configuration described, and with the test data detailed above. It contains the result
of the single examination of the subject being in hand and does not represent any universally valid decision concerning the quality
of any other subject of the current production.
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